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Building Newsletter 7-2
Fire-Resistive Construction For

Staggered Wood Stud Walls

The following figure illustrates an acceptable method of
fireblocking with a staggered wood stud wall to provide
either one- or two-hour fire-resistive construction.aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa2x4 studs @ 16" 

o.c. (typical)
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4" noncombustible mineral fiber 
or glass fiber insulation 
compressed to 1/2" max. with 
2x6’s @ 10'-0" o.c.

Fire-resistive membrane 
construction as required

10'-0" o.c. maximum10'-0" o.c. maximum
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Plan View

Figure 1 /Rated construction with staggered wood stud walls
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